
Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 1

Bear Springs Rd
Denton, MT  59430   Fergus System Facility ID:14-09008

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20310
06/05/2024
04/08/2027

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 05
Tank Age 11 Tank Installed 

Date 09/07/2015 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 5591 Spill Test Date 03/31/2023 Piping Installed 
Date 09/07/2015 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 05/22/2022 Primary Tank 

Leak Detection
Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 12/12/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection Energy Act Yes

Overfill Test Date 12/12/2024 ATG Type

Gilbarco-Veeder 
Root/TLS-
350/Gilbarco 
EMC;Gilbarco-
Veeder Root/TLS-
450PLUS
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 10

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09017

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20318
06/06/2024
10/07/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 173 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/29/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350

Report Created: 1/13/2026 Page [2] of [91]



Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 11

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09018

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20319
06/05/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 174 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/29/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 2

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09009

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20311
06/05/2024
10/07/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 166 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/29/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 3

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09010

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20312
06/05/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 37 Tank Installed 

Date 06/21/1989 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 167 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/29/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 4

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-10841

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20389
06/05/2024
05/25/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 03
Tank Age 12 Tank Installed 

Date 10/01/2014 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 5544 Spill Test Date 01/30/2023 Piping Installed 
Date 11/03/2014 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 01/30/2023 Line Tightness 
Test Date 10/22/2014 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act Yes

Overfill Test Date 01/30/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 5

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09012

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20313
06/05/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 168 Spill Test Date 03/28/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 6

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09013

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20314
06/06/2024
10/07/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 169 Spill Test Date 03/30/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/30/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/30/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 7

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09014

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20315
06/06/2024
10/07/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 37 Tank Installed 

Date 06/21/1989 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 170 Spill Test Date 03/30/2023 Piping Installed 
Date 08/12/2020 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 08/14/2020 Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/30/2023 Line Tightness 
Test Date 08/12/2020 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/30/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 8

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09015

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20316
06/06/2024
10/07/2023

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/12/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 171 Spill Test Date 03/30/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/30/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/30/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: MALMSTROM AFB D 9

Bear Springs Road
Denton, MT  59430   Fergus System Facility ID:14-09016

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20317
06/13/2024
10/07/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 172 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/29/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Denton
Location: WOODHALL DISTRIBUTING DENTON CARDTROL

603 Broadway Ave
Denton, MT  59430-9405   Fergus System Facility ID:14-06219

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20207
03/29/2023
08/22/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: WOODHALL DISTRIBUTING LLC woodhalldist@itstriangle.com

Operator Contact: Greg Econom (406) 567-2266 woodhalldist2@itstriangle.com

Owner/Operator: WOODHALL DISTRIBUTING LLC woodhalldist@itstriangle.com

Greg Econom, UST Class A Operator woodhalldist2@itstriangle.com
Greg Econom, UST Class B Operator woodhalldist2@itstriangle.com

Tank Code 10 Tank Age 29 Tank Installed 
Date 07/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 4253 Spill Test Date 03/29/2026 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 04/19/2011 Primary Tank 

Leak Detection
Manual Interstitial 
Monitoring

Primary Pipe 
Detection Vapor Recovery No

Capacity 2000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type
Tank Code 11 Tank Age 29 Tank Installed 

Date 07/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 4254 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 04/19/2011 Primary Tank 

Leak Detection
Manual Interstitial 
Monitoring

Primary Pipe 
Detection Vapor Recovery No

Capacity 2000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type
Tank Code 12 Tank Age 29 Tank Installed 

Date 07/01/1997 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 4255 Spill Test Date 03/29/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Report Created: 1/13/2026 Page [12] of [91]



Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 04/19/2011 Primary Tank 

Leak Detection
Manual Interstitial 
Monitoring

Primary Pipe 
Detection Vapor Recovery No

Capacity 2000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/29/2023 ATG Type

Report Created: 1/13/2026 Page [13] of [91]



Facility Summary in Fergus County in the City of  Denton
Location: WOODHALL DISTRIBUTING DENTON CHS

609 Broadway Ave
Denton, MT  59430-9405   Fergus System Facility ID:14-01360

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20063
09/04/2024
09/04/2027

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: WOODHALL DISTRIBUTING LLC woodhalldist@itstriangle.com

Operator Contact: Greg Econom (406) 567-2266 woodhalldist2@itstriangle.com

Owner/Operator: WOODHALL DISTRIBUTING LLC woodhalldist@itstriangle.com

Greg Econom, UST Class A Operator woodhalldist2@itstriangle.com
Greg Econom, UST Class B Operator woodhalldist2@itstriangle.com

Tank Code 01 Tank Age 36 Tank Installed 
Date 01/19/1990 Tank Material Steel Clad Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 903 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Temporarily 
Out of Use MLLD Test Date 09/13/2016 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 2000 ATG Test Date Line Tightness 
Test Date 09/13/2016 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type Veeder Root/TLS-
250

Tank Code 02 Tank Age 36 Tank Installed 
Date 01/19/1990 Tank Material Steel Clad Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 904 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Temporarily 
Out of Use MLLD Test Date 09/13/2016 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 2000 ATG Test Date Line Tightness 
Test Date 09/13/2016 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type Veeder Root/TLS-
250

Tank Code 03 Tank Age 36 Tank Installed 
Date 01/19/1990 Tank Material Steel Clad Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 905 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No
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Tank Status Temporarily 
Out of Use MLLD Test Date 09/13/2016 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 2000 ATG Test Date Line Tightness 
Test Date 09/13/2016 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type Veeder Root/TLS-
250
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Facility Summary in Fergus County in the City of  Forest Grove
Location: MALMSTROM AFB N 4

Road 238
Forest Grove, MT  59441   Fergus System Facility ID:14-09121

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20346
04/04/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 201 Spill Test Date 04/04/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/04/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/04/2025 ATG Type

Report Created: 1/13/2026 Page [16] of [91]



Facility Summary in Fergus County in the City of  Forest Grove
Location: MALMSTROM AFB N 5

Road 238
Forest Grove, MT  59441   Fergus System Facility ID:14-09122

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20347
04/07/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 202 Spill Test Date 04/07/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/07/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/07/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Forest Grove
Location: MALMSTROM AFB N 6

Road 238
Forest Grove, MT  59441   Fergus System Facility ID:14-09123

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20348
04/07/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/13/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 203 Spill Test Date 04/07/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/07/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/07/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Garneill
Location: MALMSTROM AFB L 10

US Hwy 191
Garneill, MT  59453   Fergus System Facility ID:14-09105

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20333
03/27/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 05/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 188 Spill Test Date 03/27/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Grass Range
Location: LITTLE MONTANA TRUCK STOP

530 US Hwy 87 S
Grass Range, MT  59032   Fergus System Facility ID:14-06338

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20208
08/10/2025
09/06/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Gary Smith;GS Oil Inc Roy (406) 873-5526 gsoil@midrivers.com;gsoil@midrivers.com

Operator Contact: Jasmine Russell;Sarah Russell (702) 401-1098;(775) 513-1355 jazzykins999@gmail.com;russellsarah999@gmail.com

Owner/Operator: Gary Smith,GS Oil Inc Roy (406) 873-5526 gsoil@midrivers.com

Jasmine Russell, UST Class A Operator jazzykins999@gmail.com
Jasmine Russell, UST Class B Operator jazzykins999@gmail.com
Sarah Russell, UST Class A Operator russellsarah999@gmail.com
Sarah Russell, UST Class B Operator russellsarah999@gmail.com

Tank Code 05 Tank Age 28 Tank Installed 
Date 09/01/1998 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 1138 Spill Test Date 05/13/2022 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Gasoline PLLD Test Date 05/13/2022 Tank/Piping CP 
Test Date 08/20/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 8000 ATG Test Date 05/13/2022 Line Tightness 
Test Date 12/08/2021 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 05/13/2022 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 06 Tank Age 28 Tank Installed 
Date 09/01/1998 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 1139 Spill Test Date 05/13/2022 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Gasoline PLLD Test Date 05/13/2022 Tank/Piping CP 
Test Date 08/20/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 05/13/2022 Line Tightness 
Test Date 12/06/2021 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 05/13/2022 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Tank Code 07 Tank Age 28 Tank Installed 
Date 09/01/1998 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 1140 Spill Test Date 05/13/2022 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel PLLD Test Date 05/13/2022 Tank/Piping CP 
Test Date 08/20/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 10000 ATG Test Date 05/13/2022 Line Tightness 
Test Date 12/06/2021 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 05/13/2022 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 08 Tank Age 28 Tank Installed 
Date 09/01/1998 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 1141 Spill Test Date 05/13/2022 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel PLLD Test Date 05/13/2022 Tank/Piping CP 
Test Date 08/20/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 6000 ATG Test Date 05/13/2022 Line Tightness 
Test Date 12/26/2021 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 05/13/2022 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 09 Tank Age 28 Tank Installed 
Date 09/01/1998 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 1142 Spill Test Date 05/13/2022 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel, Dyed PLLD Test Date 05/13/2022 Tank/Piping CP 
Test Date 08/20/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 05/13/2022 Line Tightness 
Test Date 12/26/2021 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 05/13/2022 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Facility Summary in Fergus County in the City of  Grass Range
Location: MALMSTROM AFB N 1

US Hwy 87
Grass Range, MT  59032   Fergus System Facility ID:14-09118

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20343
04/04/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 01
Tank Age 64 Tank Installed 

Date 06/02/1962 Tank Material Cathodically 
Protected Steel Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 198 Spill Test Date 04/04/2025 Piping Installed 
Date

Tank 
Construction

Lined 
Interior/Impressed 
Current

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 06/14/2021 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 04/04/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/04/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS
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Facility Summary in Fergus County in the City of  Grass Range
Location: MALMSTROM AFB N 2

US Hwy 87
Grass Range, MT  59032   Fergus System Facility ID:14-09119

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20344
04/04/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 199 Spill Test Date 04/04/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/04/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/04/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Grass Range
Location: MALMSTROM AFB N 3

MT Hwy 19
Grass Range, MT  59032   Fergus System Facility ID:14-09120

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20345
04/03/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 36 Tank Installed 

Date 03/26/1990 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 200 Spill Test Date 04/03/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/03/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/03/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Grass Range
Location: THE OLE MERCANTILE

44151 US Hwy 87 S
Grass Range, MT  59032   Fergus System Facility ID:60-15338

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

32385
10/22/2025
06/03/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Ezzies Wholesale Inc (406) 654-2331 bill@ezzies.com

Operator Contact: Conor Moran;Ezzies Wholesale Inc (406) 654-2331 conor@ezzies.com;bill@ezzies.com

Owner/Operator: Ezzies Wholesale Inc (406) 654-2331 bill@ezzies.com

Conor Moran, UST Class A Operator bill@ezzies.com
Debra Degner, UST Class B Global Operator theolemercantile@gmail.com
Janica Beckler, UST Class B Operator janicabeckler@gmail.com

Tank Code 01
Tank Age 7 Tank Installed 

Date 11/19/2019 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 5934 Spill Test Date 10/03/2022 Piping Installed 
Date 09/02/2019 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 10/03/2022 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 10000 ATG Test Date 10/03/2022 Line Tightness 
Test Date 02/06/2023 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 10/03/2022 ATG Type
Tank Code 02

Tank Age 7 Tank Installed 
Date 11/19/2019 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 5935 Spill Test Date 10/03/2022 Piping Installed 
Date 09/02/2019 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 10/03/2022 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel, Dyed PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 10000 ATG Test Date 10/03/2022 Line Tightness 
Test Date 02/07/2023 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 10/03/2022 ATG Type
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Tank Code 03
Tank Age 7 Tank Installed 

Date 11/19/2019 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 5936 Spill Test Date 10/03/2022 Piping Installed 
Date 09/02/2019 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 10/03/2022 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 10000 ATG Test Date 10/03/2022 Line Tightness 
Test Date 02/07/2023 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 10/03/2022 ATG Type
Tank Code 04

Tank Age 7 Tank Installed 
Date 11/19/2019 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 5937 Spill Test Date 10/03/2022 Piping Installed 
Date 09/02/2019 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 10/03/2022 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 7000 ATG Test Date 10/03/2022 Line Tightness 
Test Date 02/08/2023 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 10/03/2022 ATG Type
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB E 6

County Road 236
Hilger, MT  59451   Fergus System Facility ID:14-09024

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20325
04/03/2023
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 180 Spill Test Date 03/28/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB E 7

County Road 236
Hilger, MT  59451   Fergus System Facility ID:14-09025

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20326
06/04/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 37 Tank Installed 

Date 08/01/1989 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 181 Spill Test Date 03/28/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 09/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB E 8

MT Hwy 81
Hilger, MT  59451   Fergus System Facility ID:14-09026

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20327
06/04/2024
10/07/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 03
Tank Age 13 Tank Installed 

Date 12/01/2013 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 5465 Spill Test Date 03/28/2023 Piping Installed 
Date 11/25/2013 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act Yes

Overfill Test Date 03/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350

Report Created: 1/13/2026 Page [29] of [91]



Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB E 9

County Road 236
Hilger, MT  59451   Fergus System Facility ID:14-09027

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20328
06/04/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 4270 Spill Test Date 03/28/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2023 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB M 2

MT Hwy 81
Hilger, MT  59451   Fergus System Facility ID:14-09108

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20336
04/01/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 191 Spill Test Date 04/01/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/01/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB M 3

US Hwy 191
Hilger, MT  59451   Fergus System Facility ID:14-09109

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20337
04/01/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 192 Spill Test Date 04/01/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/01/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB O 8

US Hwy 191
Hilger, MT  59451   Fergus System Facility ID:14-09136

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20361
04/01/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 216 Spill Test Date 04/01/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/01/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Hilger
Location: MALMSTROM AFB O 9

US Hwy 191
Hilger, MT  59451   Fergus System Facility ID:14-09137

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20362
04/01/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;Shannon 
Chouinard;Malmstrom A F B;William Smith

(406) 731-6167;(406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;shannon.chouinard@us.af.mil;willia
m.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
Shannon Chouinard, UST Class A Operator shannon.chouinard@us.af.mil
Shannon Chouinard, UST Class B Operator shannon.chouinard@us.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 217 Spill Test Date 04/01/2025 Piping Installed 
Date 06/06/2016 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/01/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: CENTRAL MONTANA MEDICAL CENTER

408 Wendell Ave
Lewistown, MT  59457-2261   Fergus System Facility ID:14-01228

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20060
11/07/2024
02/09/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Central Montana Medical Center (406) 538-6231

Operator Contact: Brad Johnson;Gary Godbey;Matthew Doney;Central Montana 
Medical Center

(406) 535-6231;(406) 538-6231 bjohnson@cmmccares.com;grg2444@yahoo.com;MDoney@cmm
ccares.com

Owner/Operator: Central Montana Medical Center (406) 538-6231

Brad Johnson, UST Class A Operator bjohnson@cmmccares.com
Eric Wichman, UST Class B Operator eric_wichman@yahoo.com
Gary Godbey, UST Class A Operator grg2444@yahoo.com
Matthew Doney, UST Class A Operator MDoney@cmmccares.com
Matthew Doney, UST Class B Operator MDoney@cmmccares.com

Tank Code 02 Tank Age 30 Tank Installed 
Date 07/01/1996 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 607 Spill Test Date 10/07/2024 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 10/08/2012 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 10/07/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 10/07/2024 ATG Type Veeder Root/TLS-
300
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Facility Summary in Fergus County in the City of  Lewistown
Location: COUNTRY CORNER

102 W Main St
Lewistown, MT  59457-1715   Fergus System Facility ID:14-01969

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20088
10/13/2023
02/28/2027

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Set Five LLC (719) 244-6886 wjwoods10@gmail.com

Operator Contact: Chris Rindal chrisrindal@hotmail.com

Owner/Operator: Set Five LLC (719) 244-6886 wjwoods10@gmail.com

Chris Rindal, UST Class A Operator chrisrindal@hotmail.com
Kelsey Kramlich, UST Class B Operator countrycorner@midrivers.com
Tina Blair, UST Class B Operator

Tank Code 04 Tank Age 36 Tank Installed 
Date 05/06/1990 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 1501 Spill Test Date 10/10/2023 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 10/13/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection Vapor Recovery No

Capacity 6000 ATG Test Date 11/30/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 12/08/2022 ATG Type Veeder Root/TLS-
300

Tank Code 05 Tank Age 36 Tank Installed 
Date 05/06/1990 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 1502 Spill Test Date 10/13/2023 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 10/13/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection Vapor Recovery No

Capacity 6000 ATG Test Date 11/30/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 12/08/2022 ATG Type Veeder Root/TLS-
300

Tank Code 06 Tank Age 36 Tank Installed 
Date 05/06/1990 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm
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Tag Number 1503 Spill Test Date 10/13/2023 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 10/13/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection Vapor Recovery No

Capacity 8000 ATG Test Date 11/30/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 12/08/2022 ATG Type Veeder Root/TLS-
300
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB M 4

Road 505
Lewistown, MT  59457   Fergus System Facility ID:14-09110

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20338
04/01/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/11/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 193 Spill Test Date 04/01/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date 04/01/2025 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/01/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB M 5

US Hwy 87
Lewistown, MT  59457   Fergus System Facility ID:14-09111

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20339
03/31/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 05/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 194 Spill Test Date 03/31/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/31/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/31/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB N 10

US Hwy 87
Lewistown, MT  59457   Fergus System Facility ID:14-09127

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20352
04/04/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 207 Spill Test Date 04/04/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/04/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/04/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB N 11

US Hwy 87
Lewistown, MT  59457   Fergus System Facility ID:14-09128

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20353
04/04/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 208 Spill Test Date 04/04/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/04/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/04/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB N 7

Road 238
Lewistown, MT  59457   Fergus System Facility ID:14-09124

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20349
04/07/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 204 Spill Test Date 04/07/2025 Piping Installed 
Date 05/10/2017 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/07/2025 Line Tightness 
Test Date 05/09/2017 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/07/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB N 8

US Hwy 87
Lewistown, MT  59457   Fergus System Facility ID:14-09125

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20350
04/07/2025
08/15/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 205 Spill Test Date 04/07/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/07/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/07/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MALMSTROM AFB N 9

US Hwy 87
Lewistown, MT  59457   Fergus System Facility ID:14-09126

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20351
04/07/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 206 Spill Test Date 04/07/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/07/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/07/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Lewistown
Location: MDOT LEWISTOWN

1620 Airport Rd
Lewistown, MT  59457   Fergus System Facility ID:14-04062

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20143
08/01/2025
11/06/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: MDOT Helena (406) 444-6163 mmurolo@mt.gov

Operator Contact: Joe Radonich;Montana Dept of Transportation;Tracy 
Deeds;MDOT Helena;Walt Kerttula;Montana Dept of 
Transportation

(406) 444-6151;(406) 444-7632;(406) 444-9204;(406) 444-7632;(406) 
461-0769;(406) 444-6163

jradonich@mt.gov;jradonich@mt.gov;tdeeds@mt.gov;mmurolo@
mt.gov;wkerttula@mt.gov;jradonich@mt.gov

Owner/Operator: MDOT Helena (406) 444-6163 mmurolo@mt.gov

Adam Lahr, UST Class B Global Operator ahalr@mt.gov
Douglas Robbins, UST Class B Global Operator jradonich@mt.gov
Gary Cecrle, UST Class B Operator gcecrle@mt.gov
Joe Radonich, UST Class A Operator jradonich@mt.gov
Tracy Deeds, UST Class A Operator mmurolo@mt.gov
Walt Kerttula, UST Class A Operator jradonich@mt.gov

Tank Code 05 Tank Age 33 Tank Installed 
Date 10/01/1993 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types Flapper Valve

Tag Number 4771 Spill Test Date 08/01/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 08/01/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection Vapor Recovery No

Capacity 10000 ATG Test Date 08/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 08/01/2025 ATG Type Gilbarco/EMC 
Basic

Tank Code 06 Tank Age 33 Tank Installed 
Date 10/01/1993 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types Flapper Valve

Tag Number 4772 Spill Test Date 08/01/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Not Required Piping Type Safe Suction CP Met Types Galvanic

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 08/01/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection Vapor Recovery No

Capacity 10000 ATG Test Date 08/01/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No
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Overfill Test Date 08/01/2025 ATG Type Gilbarco/EMC 
Basic

Report Created: 1/13/2026 Page [46] of [91]



Facility Summary in Fergus County in the City of  Lewistown
Location: MONTANA MENTAL HEALTH NURSING CARE

800 Casino Creek Dr
Lewistown, MT  59457-3359   Fergus System Facility ID:14-05032

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20171
11/03/2025
11/10/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Montana Mental Health Nursing Care danielle.wichman@mt.gov

Operator Contact: Eddy Burgess;Montana Mental Health Nursing Care;Mike 
Schenck

(406) 538-7451 Edwin.Burgess@mt.gov;danielle.wichman@mt.gov;MSchenck@m
t.gov

Owner/Operator: Montana Mental Health Nursing Care danielle.wichman@mt.gov

Eddy Burgess, UST Class A Operator danielle.wichman@mt.gov
Eddy Burgess, UST Class B Operator danielle.wichman@mt.gov
Mike Schenck, UST Class A Operator MSchenck@mt.gov

Tank Code 02 Tank Age 19 Tank Installed 
Date 06/25/2007 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 5128 Spill Test Date Piping Installed 
Date 05/04/2007 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type Pressurized CP Met Types

Product Heating Oil PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 2500 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
300;Veeder 
Root/TLS-300
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Facility Summary in Fergus County in the City of  Lewistown
Location: RINDAL OIL CO LEWISTOWN

1003 Joyland Rd
Lewistown, MT  59457   Fergus System Facility ID:14-05108

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20172
10/16/2024
02/04/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Donald Rindal

Operator Contact: Chris Rindal chrisrindal@hotmail.com

Owner/Operator: Donald Rindal

Chris Rindal, UST Class A Operator chrisrindal@hotmail.com
Chris Rindal, UST Class B Global Operator chrisrindal@hotmail.com

Tank Code S11 Tank Age 27 Tank Installed 
Date 01/01/1999 Tank Material Aboveground 

Tank Piping Material Flexible Plastic Overfill Types

Tag Number 3931 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST Yes

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Continuous 
Interstitial 
Monitoring

Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 1000 ATG Test Date 11/21/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
Tank Code S12 Tank Age 27 Tank Installed 

Date 01/01/1999 Tank Material Aboveground 
Tank Piping Material Flexible Plastic Overfill Types

Tag Number 3932 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST Yes

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Continuous 
Interstitial 
Monitoring

Piping Type Pressurized CP Met Types

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 1000 ATG Test Date 11/21/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
Tank Code S13 Tank Age 27 Tank Installed 

Date 01/01/1999 Tank Material Aboveground 
Tank Piping Material Flexible Plastic Overfill Types
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Tag Number 3933 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST Yes

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Continuous 
Interstitial 
Monitoring

Piping Type Pressurized CP Met Types

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 2000 ATG Test Date 11/21/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
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Facility Summary in Fergus County in the City of  Lewistown
Location: RINDALS DEPOT

513 1st Ave N
Lewistown, MT  59457   Fergus System Facility ID:14-12547

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20423
11/20/2025
02/13/2029

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Chris Rindal;Rindal Oil Co Lewistown chrisrindal@hotmail.com

Operator Contact: Chris Rindal chrisrindal@hotmail.com

Owner/Operator: Chris Rindal,Rindal Oil Co Lewistown chrisrindal@hotmail.com

Chris Rindal, UST Class A Operator chrisrindal@hotmail.com

Tank Code 01 Tank Age 35 Tank Installed 
Date 10/29/1991 Tank Material Bare Steel Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 2721 Spill Test Date 12/09/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 12/09/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 8000 ATG Test Date Line Tightness 
Test Date 02/10/2020 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 02 Tank Age 35 Tank Installed 
Date 10/29/1991 Tank Material Bare Steel Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 2722 Spill Test Date 12/09/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 12/09/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 8000 ATG Test Date Line Tightness 
Test Date 12/09/2019 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Tank Code 03 Tank Age 35 Tank Installed 
Date 10/29/1991 Tank Material Bare Steel Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 2723 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 12/07/2022 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 8000 ATG Test Date Line Tightness 
Test Date 12/09/2019 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 04 Tank Age 32 Tank Installed 
Date 10/01/1994 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 2724 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Not Listed CP Met Types Galvanic

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 12/07/2022 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 12000 ATG Test Date Line Tightness 
Test Date 02/10/2020 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 05 Tank Age 24 Tank Installed 
Date 03/18/2002 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 4617 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel, Dyed PLLD Test Date Tank/Piping CP 
Test Date 12/07/2022 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 6000 ATG Test Date Line Tightness 
Test Date 02/10/2020 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 06 Tank Age 24 Tank Installed 
Date 03/18/2002 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 4618 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No
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Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel, Dyed PLLD Test Date Tank/Piping CP 
Test Date 12/07/2022 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 3000 ATG Test Date Line Tightness 
Test Date 02/10/2020 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 07 Tank Age 24 Tank Installed 
Date 03/18/2002 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 4619 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 12/07/2022 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 3000 ATG Test Date Line Tightness 
Test Date 02/10/2020 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 08 Tank Age 24 Tank Installed 
Date 05/15/2002 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 4659 Spill Test Date 11/20/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Single Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date 11/20/2025 Tank/Piping CP 
Test Date 12/09/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 11/20/2025 Line Tightness 
Test Date 10/13/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection ELLD 0.1 Energy Act No

Overfill Test Date 11/20/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 09 Tank Age 24 Tank Installed 
Date 05/15/2002 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 4660 Spill Test Date 11/20/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Single Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date 11/20/2025 Tank/Piping CP 
Test Date 12/09/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 6000 ATG Test Date 11/20/2025 Line Tightness 
Test Date 10/16/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection ELLD 0.1 Energy Act No
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Overfill Test Date 11/20/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 10 Tank Age 24 Tank Installed 
Date 05/15/2002 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 4661 Spill Test Date 11/20/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Single Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date 11/20/2025 Tank/Piping CP 
Test Date 12/09/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 9000 ATG Test Date 11/20/2025 Line Tightness 
Test Date 10/16/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection ELLD 0.1 Energy Act No

Overfill Test Date 11/20/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 11 Tank Age 24 Tank Installed 
Date 05/15/2002 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 4662 Spill Test Date 11/20/2025 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Single Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Diesel PLLD Test Date 11/20/2025 Tank/Piping CP 
Test Date 12/09/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 3000 ATG Test Date 11/20/2025 Line Tightness 
Test Date 10/12/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection ELLD 0.1 Energy Act No

Overfill Test Date 11/20/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Facility Summary in Fergus County in the City of  Lewistown
Location: RINDALS FORT LEWIS TRADING POST

1502 W Main St
Lewistown, MT  59457-2202   Fergus System Facility ID:14-00095

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20027
02/19/2024
06/15/2027

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Rindal Oil Co (406) 535-2753 Chris@rindals.com

Operator Contact: Chris Rindal chrisrindal@hotmail.com

Owner/Operator: Rindal Oil Co (406) 535-2753 Chris@rindals.com

Chris Rindal, UST Class A Operator chrisrindal@hotmail.com
Chris Rindal, UST Class B Global Operator chrisrindal@hotmail.com
Haley Bruseau, UST Class B Operator fortlewis@rindals.com
Joni Hartford, UST Class B Global Operator jlschuff@yahoo.com
Katie Metcalf, UST Class B Global Operator katiemetcalf1970@gmail.com
Kelly Davis, UST Class B Operator fortlewis@midrivers.com
Mito Allen, UST Class B Operator punkmito@gmail.com
Robert Heller, UST Class B Operator fortlewis@midrivers.com

Tank Code 04
Tank Age 6 Tank Installed 

Date 12/10/2020 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 6034 Spill Test Date 02/21/2024 Piping Installed 
Date 12/10/2020 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 02/21/2024 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 11/30/2023 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 6000 ATG Test Date 11/30/2023 Line Tightness 
Test Date 12/16/2020 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 02/21/2024 ATG Type
Tank Code 05

Tank Age 6 Tank Installed 
Date 12/10/2020 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 6035 Spill Test Date 02/21/2024 Piping Installed 
Date 12/10/2020 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 02/21/2024 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible
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Product Diesel, Dyed PLLD Test Date 11/30/2023 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 6000 ATG Test Date 11/30/2023 Line Tightness 
Test Date 12/16/2020 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 02/21/2024 ATG Type
Tank Code 06

Tank Age 6 Tank Installed 
Date 12/10/2020 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 6036 Spill Test Date 02/21/2024 Piping Installed 
Date 12/10/2020 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 02/21/2024 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 11/30/2023 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 12000 ATG Test Date 11/30/2023 Line Tightness 
Test Date 12/16/2020 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 02/21/2024 ATG Type
Tank Code 07

Tank Age 6 Tank Installed 
Date 12/10/2020 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 6037 Spill Test Date 02/21/2024 Piping Installed 
Date 12/10/2020 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 02/21/2024 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 11/30/2023 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 4000 ATG Test Date 11/30/2023 Line Tightness 
Test Date 12/16/2020 Secondary Tank 

Leak Detection 
Automatic Tank 
Gauging 0.2

Secondary Pipe 
Detection ELLD 0.2 Energy Act Yes

Overfill Test Date 02/21/2024 ATG Type
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Facility Summary in Fergus County in the City of  Lewistown
Location: RINDALS WEST END SERVICE

1015 Truck Byp
Lewistown, MT  59457   Fergus System Facility ID:14-03118

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20128
10/31/2022
12/31/2021

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Investment Properties Finance Group LLC (406) 952-0520 shannono.hmc@gmail.com

Operator Contact:

Owner/Operator: Investment Properties Finance Group LLC (406) 952-0520 shannono.hmc@gmail.com

Tank Code 08 Tank Age 28 Tank Installed 
Date 11/01/1998 Tank Material Cathodically 

Protected Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 1838 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 06/18/2013 Primary Tank 

Leak Detection

Automatic Tank 
Gauging 
0.1;Automatic 
Tank Gauging 0.2

Primary Pipe 
Detection

ELLD 0.2;MLLD 
Line Tightness 
Testing

Vapor Recovery No

Capacity 8000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
Tank Code 09 Tank Age 28 Tank Installed 

Date 11/01/1998 Tank Material Cathodically 
Protected Steel Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm

Tag Number 1839 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 06/18/2013 Primary Tank 

Leak Detection

Automatic Tank 
Gauging 
0.1;Automatic 
Tank Gauging 0.2

Primary Pipe 
Detection

ELLD 0.2;MLLD 
Line Tightness 
Testing

Vapor Recovery No

Capacity 4000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
Tank Code 10 Tank Age 28 Tank Installed 

Date 11/01/1998 Tank Material Cathodically 
Protected Steel Piping Material Fiberglass 

Reinforced Plastic Overfill Types High Level Alarm
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Tag Number 1840 Spill Test Date Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Temporarily 
Out of Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Galvanic

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 06/18/2013 Primary Tank 

Leak Detection

Automatic Tank 
Gauging 
0.1;Automatic 
Tank Gauging 0.2

Primary Pipe 
Detection

ELLD 0.2;MLLD 
Line Tightness 
Testing

Vapor Recovery No

Capacity 8000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type
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Facility Summary in Fergus County in the City of  Lewistown
Location: SKYLINE AVIATION

410 Skyline Dr
Lewistown, MT  59457-9802   Fergus System Facility ID:14-04561

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20161
08/08/2024
10/10/2027

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Skyline Aviation LLC (406) 538-8150 that@skylineav.com

Operator Contact: Thad Kucera;Skyline Aviation LLC (406) 366-9426;(406) 538-8150 THAD@SKYLINEAV.COM;that@skylineav.com

Owner/Operator: Skyline Aviation LLC (406) 538-8150 that@skylineav.com

Thad Kucera, UST Class A Operator that@skylineav.com
Thad Kucera, UST Class B Operator that@skylineav.com

Tank Code 05
Tank Age 44 Tank Installed 

Date 04/13/1982 Tank Material Cathodically 
Protected Steel Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 444 Spill Test Date 08/08/2024 Piping Installed 
Date

Tank 
Construction

Lined 
Interior/Impressed 
Current

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date 08/08/2024 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 08/08/2024 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 10000 ATG Test Date 08/08/2024 Line Tightness 
Test Date 08/08/2024 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 08/08/2024 ATG Type
Arizona 
Instrument/Soil 
Sentry Liquid 330
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Facility Summary in Fergus County in the City of  Lewistown
Location: TOWN PUMP INC LEWISTOWN

520  NE Main St
Lewistown, MT  59457-2021   Fergus System Facility ID:14-08711

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20301
02/26/2024
08/06/2027

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Lewistown 1 Town Pump LLC (406) 497-6700 environmental@townpump.com

Operator Contact: Trent Biggers Trentb@townpump.com

Owner/Operator: Lewistown 1 Town Pump LLC (406) 497-6700 environmental@townpump.com

Trent Biggers, UST Class A Operator Trentb@townpump.com
Trent Biggers, UST Class B Global Operator Trentb@townpump.com

Tank Code 04
Tank Age 49 Tank Installed 

Date 04/14/1977 Tank Material Bare Steel Piping Material Fiberglass 
Reinforced Plastic Overfill Types

Ball Float 
Valve;Flapper 
Valve

Tag Number 2418 Spill Test Date 08/28/2023 Piping Installed 
Date

Tank 
Construction

Lined 
Interior/Impressed 
Current

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Gasoline PLLD Test Date 02/14/2024 Tank/Piping CP 
Test Date 08/28/2023 Primary Tank 

Leak Detection
Statistical 
Inventory 
Reconciliation

Primary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Vapor Recovery No

Capacity 12000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 08/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 05
Tank Age 35 Tank Installed 

Date 06/01/1991 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Ball Float 
Valve;Flapper 
Valve

Tag Number 2419 Spill Test Date 01/14/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date 02/09/2006 Primary Tank 

Leak Detection
Statistical 
Inventory 
Reconciliation

Primary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Vapor Recovery No

Capacity 6000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No
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Overfill Test Date 08/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 06 Tank Age 25 Tank Installed 
Date 09/01/2001 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve

Tag Number 4521 Spill Test Date 01/14/2024 Piping Installed 
Date 09/01/2001 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date 02/09/2006 Primary Tank 

Leak Detection
Statistical 
Inventory 
Reconciliation

Primary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Vapor Recovery No

Capacity 10000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 08/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 07 Tank Age 25 Tank Installed 
Date 09/01/2001 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve

Tag Number 4522 Spill Test Date 01/14/2024 Piping Installed 
Date 09/01/2001 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date 02/09/2006 Primary Tank 

Leak Detection
Statistical 
Inventory 
Reconciliation

Primary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Vapor Recovery No

Capacity 10000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 08/28/2023 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS

Tank Code 08 Tank Age 25 Tank Installed 
Date 09/01/2001 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve

Tag Number 4523 Spill Test Date 04/12/2024 Piping Installed 
Date 09/01/2001 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date 02/09/2006 Primary Tank 

Leak Detection
Statistical 
Inventory 
Reconciliation

Primary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Vapor Recovery No

Capacity 5000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 08/28/2023 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 09 Tank Age 25 Tank Installed 
Date 09/01/2001 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Ball Float Valve
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Tag Number 4524 Spill Test Date 08/28/2023 Piping Installed 
Date 09/01/2001 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date 02/09/2006 Primary Tank 

Leak Detection
Statistical 
Inventory 
Reconciliation

Primary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Vapor Recovery No

Capacity 5000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 08/28/2023 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS

Tank Code 15 Tank Age 25 Tank Installed 
Date 09/01/2001 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types Ball Float Valve

Tag Number 5418 Spill Test Date Piping Installed 
Date 09/01/2001 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Other MLLD Test Date Sump Tightness 
Test Date

Catastrophic L.D 
Type 3.0

Continuous 
Interstitial 
Monitoring

Piping Type Pressurized CP Met Types

Product DEF (Not 
Regulated) PLLD Test Date Tank/Piping CP 

Test Date
Primary Tank 
Leak Detection

Automatic Tank 
Gauging 
0.1;Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 10000 ATG Test Date Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Not Listed Energy Act No

Overfill Test Date ATG Type Veeder Root/TLS-
450

Tank Code 11 Tank Age 8 Tank Installed 
Date 05/01/2018 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 5748 Spill Test Date 01/14/2024 Piping Installed 
Date 05/01/2018 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 24000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Statistical 
Inventory 
Reconciliation

Secondary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Energy Act Yes

Overfill Test Date 08/28/2023 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS

Tank Code 12 Tank Age 8 Tank Installed 
Date 05/01/2018 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 5749 Spill Test Date 09/04/2025 Piping Installed 
Date 05/01/2018 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No
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Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 6000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Statistical 
Inventory 
Reconciliation

Secondary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Energy Act Yes

Overfill Test Date 08/28/2023 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS

Tank Code 13 Tank Age 8 Tank Installed 
Date 05/01/2018 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 5750 Spill Test Date 08/28/2023 Piping Installed 
Date 05/01/2018 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 15000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Statistical 
Inventory 
Reconciliation

Secondary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Energy Act Yes

Overfill Test Date 08/28/2023 ATG Type Veeder Root/TLS-
450PLUS

Tank Code 14 Tank Age 8 Tank Installed 
Date 05/01/2018 Tank Material Fiberglass 

Reinforced Plastic Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 5751 Spill Test Date 09/04/2025 Piping Installed 
Date 05/01/2018 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 02/26/2024 Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery Yes

Capacity 15000 ATG Test Date 02/26/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Statistical 
Inventory 
Reconciliation

Secondary Pipe 
Detection

Statistical 
Inventory 
Reconciliation

Energy Act Yes

Overfill Test Date 08/28/2023 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS
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Facility Summary in Fergus County in the City of  Moore
Location: EDDIES CORNER INC

65000 US Hwy 87
Moore, MT  59464   Fergus System Facility ID:14-02832

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20120
02/27/2023
05/08/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: KAMBOJ LLC (510) 894-5533 lakhbirkamboj@yahoo.com

Operator Contact: Vicki Abel Abel_vicki@yahoo.com

Owner/Operator: KAMBOJ LLC (510) 894-5533 lakhbirkamboj@yahoo.com

Vicki Abel, UST Class A Operator Abel_vicki@yahoo.com
Vicki Abel, UST Class B Operator Abel_vicki@yahoo.com

Tank Code 06 Tank Age 36 Tank Installed 
Date 07/11/1990 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 852 Spill Test Date 06/29/2021 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date 06/28/2022 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 02/27/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 8000 ATG Test Date 06/28/2022 Line Tightness 
Test Date 06/28/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date ATG Type Gilbarco/EMC 
Basic

Tank Code 07 Tank Age 34 Tank Installed 
Date 04/17/1992 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 853 Spill Test Date 06/29/2021 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date 06/28/2022 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 02/27/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 6000 ATG Test Date 06/28/2022 Line Tightness 
Test Date 06/28/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 06/27/2021 ATG Type Gilbarco/EMC 
Basic

Tank Code 08 Tank Age 34 Tank Installed 
Date 04/17/1992 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 854 Spill Test Date 06/29/2021 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No
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Tank Status Currently in 
Use MLLD Test Date 06/28/2022 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 02/27/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 4000 ATG Test Date 06/28/2022 Line Tightness 
Test Date 06/28/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 06/27/2022 ATG Type Gilbarco/EMC 
Basic

Tank Code 09 Tank Age 34 Tank Installed 
Date 04/17/1992 Tank Material Fiberglass 

Reinforced Plastic Piping Material Fiberglass 
Reinforced Plastic Overfill Types High Level Alarm

Tag Number 855 Spill Test Date 06/29/2021 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  None AST No

Tank Status Currently in 
Use MLLD Test Date 06/28/2022 Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Mechanical Line 
Leak Detector Piping Type Pressurized CP Met Types

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 02/27/2023 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

MLLD Line 
Tightness Testing Vapor Recovery No

Capacity 4000 ATG Test Date 06/28/2022 Line Tightness 
Test Date 06/28/2022 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection Energy Act No

Overfill Test Date 06/27/2022 ATG Type Gilbarco/EMC 
Basic
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Facility Summary in Fergus County in the City of  Moore
Location: MALMSTROM AFB L 11

US Hwy 191
Moore, MT  59464   Fergus System Facility ID:14-09106

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20334
03/28/2025
08/06/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 06/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 189 Spill Test Date 03/28/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Automatic Tank 
Gauging 
0.2;Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/28/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Facility Summary in Fergus County in the City of  Moore
Location: MALMSTROM AFB L 2

US Hwy 87
Moore, MT  59464   Fergus System Facility ID:14-09097

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20332
03/28/2025
08/07/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 06/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 187 Spill Test Date 03/28/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/28/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/28/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Facility Summary in Fergus County in the City of  Moore
Location: MALMSTROM AFB M 1

US Hwy 87
Moore, MT  59464   Fergus System Facility ID:14-09107

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20335
03/31/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 04
Tank Age 64 Tank Installed 

Date 05/02/1962 Tank Material Cathodically 
Protected Steel Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 190 Spill Test Date 03/31/2025 Piping Installed 
Date

Tank 
Construction

Lined 
Interior/Impressed 
Current

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 06/04/2021 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 03/31/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/31/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS
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Facility Summary in Fergus County in the City of  Moore
Location: MALMSTROM AFB M 11

US Hwy 87
Moore, MT  59464   Fergus System Facility ID:14-09117

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20342
03/31/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 05/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 197 Spill Test Date 03/31/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/31/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/31/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Moore
Location: MALMSTROM AFB M 6

US Hwy 87
Moore, MT  59464   Fergus System Facility ID:14-09112

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20340
03/31/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 05/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 195 Spill Test Date 03/31/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/31/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/31/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Moore
Location: MALMSTROM AFB M 7

US Hwy 87
Moore, MT  59464   Fergus System Facility ID:14-09113

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20341
03/28/2025
07/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 05/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 196 Spill Test Date 03/08/2025 Piping Installed 
Date 11/16/2016 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/08/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/08/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Moore
Location: MOORE FARMERS OIL CO 5613901

113 Fergus Ave
Moore, MT  59464   Fergus System Facility ID:56-13901

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

30573
09/26/2025
01/08/2029

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: Moore Farmers Oil Co (406) 374-2555

Operator Contact: Nick Burnham;Moore Farmers Oil Co;Shawn Auck (406) 374-2555 mfomang@mtintouch.net;mfostore@itstriangle.com

Owner/Operator: Moore Farmers Oil Co (406) 374-2555

Nick Burnham, UST Class A Operator mfostore@itstriangle.com
Nick Burnham, UST Class B Operator mfostore@itstriangle.com
Shawn Auck, UST Class A Operator mfomang@mtintouch.net

Tank Code 01 Tank Age 28 Tank Installed 
Date 10/01/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 1693 Spill Test Date 09/23/2025 Piping Installed 
Date 09/28/2022 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 09/23/2025 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 09/23/2025 Tank/Piping CP 
Test Date 11/05/2010 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 09/23/2025 Line Tightness 
Test Date 10/10/2011 Secondary Tank 

Leak Detection 
Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection ELLD 0.2 Energy Act No

Overfill Test Date 09/23/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 02 Tank Age 28 Tank Installed 
Date 10/01/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 1694 Spill Test Date 09/23/2025 Piping Installed 
Date 09/28/2022 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 09/23/2025 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Gasoline PLLD Test Date 09/23/2025 Tank/Piping CP 
Test Date 11/05/2010 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 8000 ATG Test Date 09/23/2025 Line Tightness 
Test Date 10/10/2011 Secondary Tank 

Leak Detection 
Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection ELLD 0.2 Energy Act No
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Overfill Test Date 09/23/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 03 Tank Age 28 Tank Installed 
Date 10/01/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 1695 Spill Test Date 09/23/2025 Piping Installed 
Date 09/28/2022 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 09/23/2025 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel PLLD Test Date 09/23/2025 Tank/Piping CP 
Test Date 11/05/2010 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 09/23/2025 Line Tightness 
Test Date 10/10/2011 Secondary Tank 

Leak Detection 
Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection ELLD 0.2 Energy Act No

Overfill Test Date 09/23/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC

Tank Code 04 Tank Age 28 Tank Installed 
Date 10/01/1998 Tank Material Steel Clad Piping Material Flexible Plastic Overfill Types Flapper Valve

Tag Number 1696 Spill Test Date 09/23/2025 Piping Installed 
Date 09/28/2022 Tank 

Construction Double-Walled Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date 09/23/2025 Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Non-corrodible

Product Diesel, Dyed PLLD Test Date 09/23/2025 Tank/Piping CP 
Test Date 11/05/2010 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 8000 ATG Test Date 09/23/2025 Line Tightness 
Test Date 10/10/2011 Secondary Tank 

Leak Detection 
Continuous 
Interstitial 
Monitoring

Secondary Pipe 
Detection ELLD 0.2 Energy Act No

Overfill Test Date 09/23/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 1

US Hwy 191
Roy, MT  59471   Fergus System Facility ID:14-09129

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20354
04/02/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 64 Tank Installed 

Date 06/02/1962 Tank Material Cathodically 
Protected Steel Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 209 Spill Test Date 04/02/2025 Piping Installed 
Date

Tank 
Construction

Lined 
Interior/Impressed 
Current

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 01/15/2021 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 04/02/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/02/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 10

US Hwy 191
Roy, MT  59471   Fergus System Facility ID:14-09138

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20363
04/02/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Aaron Hill, UST Class B Operator aaron.hill@malmstrom.af.mil
Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 218 Spill Test Date 04/02/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/02/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/02/2025 ATG Type
Gilbarco-Veeder 
Root/TLS-
350/Gilbarco EMC
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 11

US Hwy 191
Roy, MT  59471   Fergus System Facility ID:14-09139

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20364
04/02/2025
08/14/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Brian McVay, UST Class B Operator
Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Hoffmeister, UST Class B Operator william.hoffmeister@malmstrom.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 08/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 219 Spill Test Date 04/02/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/02/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/02/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 2

US Hwy 191
Roy, MT  59471   Fergus System Facility ID:14-09130

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20355
04/02/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
Dustin Hemingway, UST Class B Operator dustin.hemingway@malmstrom.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 210 Spill Test Date 04/02/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/02/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/02/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 3

US Hwy 191
Roy, MT  59471   Fergus System Facility ID:14-09131

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20356
04/03/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 211 Spill Test Date 04/03/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/03/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/03/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 4

MT Hwy 19
Roy, MT  59471   Fergus System Facility ID:14-09132

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20357
04/03/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 212 Spill Test Date 04/03/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/03/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/03/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 5

MT Hwy 19
Roy, MT  59471   Fergus System Facility ID:14-09133

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20358
04/03/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 213 Spill Test Date 04/03/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/03/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/03/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 6

MT Hwy 19
Roy, MT  59471   Fergus System Facility ID:14-09134

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20359
04/03/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;Shannon 
Chouinard;Malmstrom A F B;William Smith

(406) 731-6167;(406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;shannon.chouinard@us.af.mil;willia
m.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
Shannon Chouinard, UST Class A Operator shannon.chouinard@us.af.mil
Shannon Chouinard, UST Class B Operator shannon.chouinard@us.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/15/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 214 Spill Test Date 04/03/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/03/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/03/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350

Report Created: 1/13/2026 Page [80] of [91]



Facility Summary in Fergus County in the City of  Roy
Location: MALMSTROM AFB O 7

US Hwy 191
Roy, MT  59471   Fergus System Facility ID:14-09135

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20360
04/02/2025
07/31/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;Shannon 
Chouinard;Malmstrom A F B;William Smith

(406) 731-6167;(406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;shannon.chouinard@us.af.mil;willia
m.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
Shannon Chouinard, UST Class A Operator shannon.chouinard@us.af.mil
Shannon Chouinard, UST Class B Operator shannon.chouinard@us.af.mil
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 33 Tank Installed 

Date 07/01/1993 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 215 Spill Test Date 04/02/2025 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 04/02/2025 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 04/02/2025 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Winifred
Location: CHS BIG SKY WINIFRED

108 Main St
Winifred, MT  59489   Fergus System Facility ID:14-01292

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20062
12/17/2024
01/24/2028

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: CHS Big Sky

Operator Contact: Brendon Jerke;Matthew Knox (406) 462-5354;(406) 462-5428 matt.knox@chsinc.com

Owner/Operator: CHS Big Sky

Brendon Jerke, UST Class A Operator
Brian Foran, UST Class B Operator brian.foran@chsinc.com
Chris Schmitt, UST Class B Operator chris.schmitt@chsinc.com
Matthew Knox, UST Class A Operator matt.knox@chsinc.com

Tank Code 09 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2288 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 10 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2289 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450
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Tank Code 11 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2290 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 12 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2291 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 12000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 13 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2292 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 4000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 14 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2293 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current
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Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 8000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450

Tank Code 15 Tank Age 30 Tank Installed 
Date 09/01/1996 Tank Material Cathodically 

Protected Steel Piping Material Flexible Plastic Overfill Types High Level Alarm

Tag Number 2294 Spill Test Date 12/05/2024 Piping Installed 
Date

Tank 
Construction

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0

Electronic Line 
Leak Detector Piping Type Pressurized CP Met Types Impressed 

Current

Product Gasoline PLLD Test Date Tank/Piping CP 
Test Date 03/02/2025 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection ELLD 0.2 Vapor Recovery No

Capacity 12000 ATG Test Date 12/05/2024 Line Tightness 
Test Date 05/01/2013 Secondary Tank 

Leak Detection 
Secondary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Energy Act No

Overfill Test Date 12/05/2024 ATG Type Gilbarco-Veeder 
Root/TLS-450
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 1

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09019

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20320
06/03/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 64 Tank Installed 

Date 05/02/1962 Tank Material Cathodically 
Protected Steel Piping Material Flexible Plastic Overfill Types

Flapper 
Valve;High Level 
Alarm

Tag Number 175 Spill Test Date 03/28/2023 Piping Installed 
Date

Tank 
Construction

Lined 
Interior/Impressed 
Current

Piping 
Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Impressed 

Current

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date 04/01/2020 Primary Tank 

Leak Detection
Automatic Tank 
Gauging 0.2

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 12000 ATG Test Date 12/03/2024 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 12/03/2024 ATG Type
Gilbarco-Veeder 
Root/TLS-
450PLUS
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 10

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09028

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20329
06/04/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 184 Spill Test Date 03/27/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 11

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09029

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20330
06/03/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 185 Spill Test Date 03/27/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 2

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09020

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20321
06/03/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 176 Spill Test Date 03/27/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 3

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09021

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20322
06/03/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 177 Spill Test Date 03/27/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 4

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09022

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20323
06/03/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 07/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 4273 Spill Test Date 03/27/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350
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Facility Summary in Fergus County in the City of  Winifred
Location: MALMSTROM AFB E 5

County Road 236
Winifred, MT  59489   Fergus System Facility ID:14-09023

Facility Code:
Last Inspected On:

Operating Permit Renewal Date:

20324
06/03/2024
09/15/2026

Note: Inspection is due 90 days before the Operating Permit Renewal Date.

Owner Operator Contact: 341 CES CEANQ (406) 731-6188

Operator Contact: Candace Ellsworth;Curtis Hester;William Smith (406) 731-6239;(406) 731-7128 candace.ellsworth@us.af.mil;william.smith@us.af.mil

Owner/Operator: 341 CES CEANQ (406) 731-6188

Candace Ellsworth, UST Class A Operator candace.ellsworth@us.af.mil
Candace Ellsworth, UST Class B Global Operator candace.ellsworth@us.af.mil
Curtis Hester, UST Class A Operator
Curtis Hester, UST Class B Global Operator
William Smith, UST Class A Operator william.smith@us.af.mil
William Smith, UST Class B Global Operator william.smith@us.af.mil

Tank Code 02
Tank Age 34 Tank Installed 

Date 08/01/1992 Tank Material Fiberglass 
Reinforced Plastic Piping Material Fiberglass 

Reinforced Plastic Overfill Types
Flapper 
Valve;High Level 
Alarm

Tag Number 4269 Spill Test Date 03/27/2023 Piping Installed 
Date

Tank 
Construction Double-Walled Piping 

Construction  Double Walled AST No

Tank Status Currently in 
Use MLLD Test Date Sump Tightness 

Test Date
Catastrophic L.D 
Type 3.0 Auto Dialer Piping Type U.S. Suction CP Met Types Non-corrodible

Product Diesel PLLD Test Date Tank/Piping CP 
Test Date

Primary Tank 
Leak Detection

Continuous 
Interstitial 
Monitoring

Primary Pipe 
Detection

Continuous 
Interstitial 
Monitoring

Vapor Recovery No

Capacity 4000 ATG Test Date 03/27/2023 Line Tightness 
Test Date

Secondary Tank 
Leak Detection 

Secondary Pipe 
Detection Energy Act No

Overfill Test Date 03/27/2023 ATG Type Gilbarco-Veeder 
Root/TLS-350


