STATEMENT OF ENERGY PERFORMANCE

Walt Sullivan - DLI Date: 11/21/2023
1315 East Lockey Year Built: 1959
Helena, MT 59620 Parent: N/A

Baseline: 2014 2017 2019 2020 2021
Energy Date: 12/31/2007 12/31/2014 12/31/2017 12/31/2019 12/31/2020 12/31/2021
Energy Star Score: 39 78 76 76 83 82
Gross Floor Area: 50,822 50,822 50,822 50,822 50,822 50,822
Heating Degree Days 6778 7428 7862 8591 6940 6908
Cooling Degree Days 730 469 731 398 506 792
Reported Annual Energy Use:
Site Energy Use: 5944.6 3598.7 3912.0 4109.2 3374.9 3560.0
Site EUT: 117.0 70.8 77.0 80.9 66.4 70.0
Electricity: 707,693 366,863 363,121 341,807 298,623 299,233
Max Electric Demand: 196.0 139.2 126.4 123.2 102.4 108.0
Natural Gas: 35,300 23,470 26,730 29,430 23,560 25,390
Reported Annual Energy Cost:
Electricity Cost: $61,179 $40,318 $40,104 $39,128 $33,556 $34,267
Electric Demand Cost: $16,677 $12,695 $11,925 $12,349 $9,928 $235
Natural Gas Cost: $39,182 $19,727 $19,620 $16,017 $14,284 $15,942
Total Energy Cost: $100,361 $60,046 $59,723 $55,145 $47,840 $50,209
Energy Cost/ft2 $1.97 $1.18 $1.18 $1.09 $0.94 $0.99
Weather Normalized Energy Use:
Site Energy Use: 6273.1 3623.4 3785.8 3752.1 3563.2 3754.0
Site EUT: 123.4 71.3 74.5 73.8 70.1 73.9
Electricity: 690,684 366,863 350,719 337,513 298,623 287,419
Natural Gas: 39,160 23,716 25,892 26,005 25,443 27,733
National Median Energy Use:
Site Energy Use: 5188.9 5536.3 5835.7 6072.0 5763.6 5915.4
Site EUI: 102.1 108.9 114.8 119.5 113.4 116.4
% Difference from National Median:
Site EUT: 14.6% -35.0% -33.0% -32.3% -41.4% -39.8%
Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Direct Emissions: 187.3 124.7 142.0 156.3 125.1 134.9
Indirect Emissions: 277.1 152.0 107.9 111.6 81.8 86.7
Total Emissions: 464.5 276.7 249.9 267.9 206.9 221.5
National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Total Emissions: 405.4 425.6 372.8 395.9 3534 368.1
Adjusted Energy Based on Current Year:
Site Energy Use: 6081.3 3662.9 3905.7 4089.7 3467.6 3624.7
Site EUI: 119.7 72.1 76.8 80.5 68.2 71.3
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2014 to Baseline -39.77% Note: N/A has meanings as follows:

2017 to Baseline -35.78% Energy Star Score: Not available for this type of property

2019 to Baseline -32.75% Adjusted Energy Use: Not available for this property

2020 to Baseline -42.98% Most other data: Not available due to insufficient or missing data
2021 to Baseline -40.40%

Current to Baseline -29.11%

2021 to 2022 18.94%



