
STATEMENT OF ENERGY PERFORMANCE

FWP-Glasgow HQ Date: 11/30/2023
1 Airport Road Year Built: 1986
Glasgow, MT 59230 Parent: N/A 

Baseline: 2014 2017 2019 2020 2021 Current:
Energy Date: 12/31/2007 12/31/2014 12/31/2017 12/31/2019 12/31/2020 12/31/2021 12/31/2022
Energy Star Score: N/A N/A N/A N/A N/A N/A N/A
Gross Floor Area: 10,264 10,264 10,264 10,264 10,264 10,264 10,264 Sq. Ft.
Heating Degree Days 7954 8765 8122 9065 7808 7570 8458
Cooling Degree Days 756 463 717 515 610 973 936

Reported Annual Energy Use:
Site Energy Use: 517.8 467.7 494.2 580.3 515.3 501.7 489.5 MBTU
Site EUI: 50.4 45.6 48.1 56.5 50.2 48.9 47.7 kBTU/ft2
Electricity: 52,521 39,117 35,596 37,285 35,314 37,552 37,437 kWh
Max Electric Demand: 21.0 12.9 N/A N/A N/A N/A N/A kW
Natural Gas: 3,386 3,342 3,728 4,531 3,949 3,735 3,618 Therms

Reported Annual Energy Cost:
Electricity Cost: $5,459 $4,878 $4,542 $4,919 $4,662 $4,973 $5,067
Electric Demand Cost: $1,377 $1,049 N/A N/A N/A N/A N/A
Natural Gas Cost: $2,801 $2,720 $2,581 $2,958 $2,530 $3,271 $3,880
Total Energy Cost: $8,260 $7,597 $7,123 $7,877 $7,191 $8,244 $8,946
Energy Cost/ft2 $0.80 $0.74 $0.69 $0.77 $0.70 $0.80 $0.87

Weather Normalized Energy Use:
Site Energy Use: 538.8 451.9 503.8 552.6 542.2 542.8 481.0 MBTU
Site EUI: 52.5 44.0 49.1 53.8 52.8 52.9 46.9 kBTU/ft2
Electricity: 51,084 39,117 35,116 37,285 34,932 37,552 37,437 kWh
Natural Gas: 3,645 3,184 3,840 4,254 4,230 4,147 3,533 Therms

National Median Energy Use:
Site Energy Use: 553.4 591.4 619.1 639.1 628.0 612.1 608.2 kBTU
Site EUI: 53.9 57.6 60.3 62.3 61.2 59.6 59.3 kBTU/ft2

% Difference from National Median:
Site EUI: -6.4% -20.9% -20.2% -9.2% -17.9% -18% -19.5%

Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Direct Emissions: 18.0 17.8 19.8 24.1 21.0 19.8 19.2
Indirect Emissions: 20.6 16.2 10.6 12.2 9.7 10.9 10.8
Total Emissions: 38.5 34.0 30.4 36.2 30.6 30.7 30.1

National Median Annual Greenhouse Gas Emissions (Metric Tons CO2 equivalent):
Total Emissions: 41.2 42.9 38.1 39.9 37.3 37.5 37.3

Adjusted Energy Based on Current Year:
Site Energy Use: N/A N/A N/A N/A N/A N/A N/A kBTU
Site EUI: N/A N/A N/A N/A N/A N/A N/A kBTU/ft2

% Difference Adjusted Site Energy Use
2014 to Baseline N/A Note:  N/A has meanings as follows:
2017 to Baseline N/A Energy Star Score: Not available for this type of property
2019 to Baseline N/A Adjusted Energy Use: Not available for this property
2020 to Baseline N/A Most other data: Not available due to insufficient or missing data
2021 to Baseline N/A
Current to Baseline N/A
2021 to 2022 N/A


